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Project 2 / Luminaire parts list
288 Pieces Signcomplex SC-FL-036-AW-01NW See our luminaire
Article No.: catalog for an image of
Luminous flux (Luminaire): 2190 Im the luminaire.

Luminous flux (Lamps): 2191 Im

Luminaire Wattage: 36.9 W

Luminaire classification according to CIE: 100
CIE flux code: 49 80 96 100 100

Fitting: 1 x SMD 2835/LED (Correction Factor
1.000).
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Signcomplex SC-FL-036-AW-01NW / Luminaire Data Sheet

Luminous emittance 1:

See our luminaire catalog for an image of the 1050 105°

luminaire.

90° 90°

75° 75°

60° 60°

45° 45°

400

30° 15° 0° 15° 30°

cd/kim n=100%
——C0-C180 — C90 - C270

Luminaire classification according to CIE: 100
CIE flux code: 49 80 96 100 100

Due to missing symmetry properties, no UGR table
can be displayed for this luminaire.
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Room 1/ Summary
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Height of Room: 3.200 m, Mounting Height: 3.200 m, Maintenance factor: Values in Lux, Scale 1:346
0.80
Surface p [%] E,, [IX] Emin [IX] Enax [IX] u0
Workplane / 412 17 980 0.041
Floor 20 273 7.38 757 0.027
Ceiling 70 105 38 199 0.367
Walls (14) 50 163 23 622 /
Workplane:

Height: 0.850 m

Grid: 128 x 128 Points

Boundary Zone: 0.000 m

Luminaire Parts List

No. | Pieces Designation (Correction Factor) ® (Luminaire) [Im] @ (Lamps) [Im] P [W]

1 288  Signcomplex SC-FL-036-AW-01NW (1.000) 2190 2191 36.9
Total: 630732 Total: 630950 10627.2

Specific connected load: 11.56 W/m? = 2.81 W/m?/100 Ix (Ground area: 919.52 m?)
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Room 1/ Luminaire parts list
288 Pieces Signcomplex SC-FL-036-AW-01NW See our luminaire
Article No.: catalog for an image of
Luminous flux (Luminaire): 2190 Im the luminaire.

Luminous flux (Lamps): 2191 Im

Luminaire Wattage: 36.9 W

Luminaire classification according to CIE: 100
CIE flux code: 49 80 96 100 100

Fitting: 1 x SMD 2835/LED (Correction Factor
1.000).
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Room 1/ Calculation surfaces (coordinates list)
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Scale 1 : 346

Calculation Surface List
No. | Designation Position [m] Size [m] Rotation [°]

X Y Z L W X Y Z
1 1a 21.000 16.880 0.850 35.000 0.100 0.000 0.000 0.000
2 | 2a 21.000 13.100 0.850 35.000 0.100 0.000 0.000 0.000
3| 3a 20.699 9.250 0.850 35.000 0.100 0.000 0.000 0.000
4 | 4a 20.838 5.390 0.850 35.000 0.100 0.000 0.000 0.000
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Calculation Surface List

No. | Designation Position [m] Size [m] Rotation [°]
X Y Y4 L w X Y Y4
5 | 5a 21.126 1.580 0.850 35.000 0.100 0.000 0.000 0.000
6 [ 1b 21.000 18.730  0.850 35.000 0.100 0.000 0.000 0.000
7| 2b 21.000 14.660 0.850 35.000 0.100 0.000 0.000 0.000
8 | 3b 21.000 10.806  0.850 35.000 0.100 0.000 0.000 0.000
9 | 4b 21.000 6.950 0.850 35.000 0.100 0.000 0.000 0.000
10 | 5b 21.000 3.133 0.850 35.000 0.100 0.000 0.000 0.000
11 | kereszt1 1.919 8.565 0.850 14.000 0.100 0.000 0.000 90.000
12 | 1 21.520 17.408 0.850 33.000 1.800 0.000 0.000 0.000
13 | 2 20.503 13.566  0.850 35.000 1.800 0.000 0.000 0.000
14 | 3 20.699 9.737 0.850 35.000 1.800 0.000 0.000 0.000
15 | 4 20.838 5.942  0.850 35.000 1.800 0.000 0.000 0.000
16 | 5 21.126 2.264 0.850 35.000 1.800 0.000 0.000 0.000
17 | 6 41.800 9.600 0.850 5.000 9.000 0.000 0.000 0.000
18 | 7 46.546 9.643 0.850 3.000 9.000 0.000 0.000 0.000
il
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Scale 1: 346
Calculation Surface List
No Designation Type Grid E,, [IX] Emin [IX] Enax [IX] u0 Emin / Emax
1 1a perpendicular 64 x 1 529 492 755 0.931 0.652
2 | 2a perpendicular 64 x 1 542 488 793 0.900 0.615
3 | 3a perpendicular 32x1 514 458 803 0.892 0.571
4 | 4a perpendicular 32 x1 557 476 867 0.854 0.549
5 | ba perpendicular 32x1 511 473 683 0.926 0.693
6 | 1b perpendicular 32 x1 129 3.80 336 0.029 0.011
7 | 2b perpendicular 32x1 438 399 759 0.911 0.525
8 | 3b perpendicular 32 x1 451 397 777 0.880 0.510
9 | 4b perpendicular 32x1 498 447 817 0.899 0.548
il
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Calculation Surface List

No. | Designation Type Grid E,, [IX] Emin [IX] Emax [IX] uo Ernin / Emax
10 | 5b perpendicular 64 x 1 573 501 858 0.874 0.584
11 | kereszt1 perpendicular 128 x 8 569 522 600 0.917 0.869
12 | 1 perpendicular 128 x 8 532 436 791 0.819 0.551
13 | 2 perpendicular 128 x 8 549 453 876 0.825 0.518
14 | 3 perpendicular 128 x 8 542 422 884 0.778 0.477
15 | 4 perpendicular 128 x 128 580 380 913 0.654 0.416
16 | 5 perpendicular 128 x 8 580 452 895 0.780 0.505
17 | 6 perpendicular 128 x 128 748 480 987  0.641 0.486
18 | 7 perpendicular 16 x 32 484 321 572 0.663 0.561

Summary of Results

Type Quantity Average [Ix] Min [Ix] Max [Ix] u0 Ernin / Emax

perpendicular 18 566 3.80 987 0.01 0.00

il
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Room 1/ False Colour Rendering
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