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project 1/ Luminaire parts list
250 Pieces ARIANETECH PTE LTD T8 See our luminaire
Article No.: catalog for an image of
Luminous flux (Luminaire): 2446 Im the luminaire.

Luminous flux (Lamps): 2446 Im

Luminaire Wattage: 24.3 W

Luminaire classification according to CIE: 96
CIE flux code: 47 78 93 96 100

Fitting: 1 x ALT-25D 6000K (Correction Factor
1.000).
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ARIANETECH PTE LTD T8 / Luminaire Data Sheet

Luminous emittance 1:

See our luminaire catalog for an image of the 1050 1050
luminaire.

90° 90°

75° 75°

60° 60°

45° 45°

30° 15° 0° 15° 30°

cd/kim n=100%
——C0-C180 —(C90-C270
Luminaire classification according to CIE: 96 Due to missing symmetry properties, no UGR table
CIE flux code: 47 78 93 96 100 can be displayed for this luminaire.
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Height of Room: 9.000 m, Mounting Height: 7.500 m, Maintenance factor: Values in Lux, Scale 1:617
0.80
Surface p [%] E,, [IX] Emin [X] E nax [IX] uo
work plane / a0 1.56 369 0.017
floor 58 83 0.81 351 0.010
ceiling 70 47 11 136 0.232
Walls (5) 46 60 2.90 1023 /
work plane:
Height: 0.850 m
Grid: 128 x 128 Points

Boundary Zone:

Luminaire Parts List

0.000 m

No. | Pieces Designation (Correction Factor) ® (Luminaire) [Im] ® (Lamps) [Im] P [W]
1 250 ARIANETECH PTE LTD T8 (1.000) 2446 2446 24.3
Total: 611538 Total: 611575 6075.0

Specific connected load: 1.76 W/m? = 1.95 W/m?#/100 Ix (Ground area: 3456.00 m?)
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storage 1/ Input Protocol
Height of working plane: 0.850 m L N
Boundary Zone: 0.000 m 4 3
Maintenance factor: 0.80
Height of Room: 9.000 m
Ground area: 3456.00 m?
[ o
1 2
Surface Rho [%] from ([m] | [m]) towards ( [m] | [m] ) Length [m]
floor 58 / / /
ceiling 70 / / /
wall 1 38 (0.000|0.000) (72.000|0.000) 72.000
wall 2 58 (72.000]0.000) (72.000 | 48.000 ) 48.000
wall 3 38 (72.000 | 48.000) (10.000 | 48.000) 72.000
wall 4 58 (0.000 | 48.000) (10.000 | 0.000) 48.000
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storage 1/ Luminaire parts list

250 Pieces ARIANETECH PTE LTD T8 See our luminaire
Article No.: catalog for an image of
Luminous flux (Luminaire): 2446 Im the luminaire.

Luminous flux (Lamps): 2446 Im

Luminaire Wattage: 24.3 W

Luminaire classification according to CIE: 96
CIE flux code: 47 78 93 96 100

Fitting: 1 x ALT-25D 6000K (Correction Factor
1.000).
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Luminaire Parts List

No. | Pieces  Designation
1 | 250 ARIANETECHPTELTD T8
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storage 1/ 3D Rendering
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storage 1/ False Colour Rendering
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\ 2101 280
280 H
280 2}10
280 1
210 24.00
J
) ) .~ 000
66.00 72.00m

0.00

Values in Lux, Scale 1: 515

Position of surface in room:
Marked point:
(66.000 m, 24.000 m, 0.000 m)

Grid: 128 x 128 Points

Eav [IX] Emin [IX] Emax [IX] u0 Emin / Emax
83 0.81 351 0.010 0.002
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storage 1/ floor / Value Chart (E)

845 55 537 195 202 42 56
920 61 6.00 247 247 42 62
880 67 488 129 125 47 68
833 71 558 130 155 50 71
936 71 721 152 249 50 72
12 75 819 131 245 52 77
12 82 855 090 227 57 84
14 88 10 143 3.00 61 91

481 72 52 228 233 548 70 12
45 69 50 165 167 498 68 10
464 63 44 216 221 490 63 8.80 2.14
431 5 39 1.76 184 464 55 853 214

4.18
5.87
4.68
3.00
6.02
597
5.64
6.49

15
207

3.33
3.88
2.70
267
3.81
3.37
2.37
3.30

17 107 12 117 318 78 114 6.64 2.81
21 159 144 131 138 169 173 148
7.00 126 150 116 112 137 163 151
672 109 8 14 13 20 121 27
211 89 65 318 165 11 86 16
463 79 58 115 123 527 79 11

147

36
179

127 135 171
19 41
3.90

18

117
127
144
149
153
156
160
160
173
219

207 214 215 215 198
183 27 22
7.58

97

145 174 862 86

1.79
1.56

257 731 75
186 595 71
235 515 ©4
194 478 56

208
238
265
274
281
284
284
282
279
270

3.87
5.07
461
5.24
4.99

253
287
319
328
337
338
334
330
313
286

2.50
1.85
273
2.01
247
2.06

253
287
319
329
337
338
334
329
312
285

23
414
1.92
273
2.01
247
2.06

223
251
279
287
295
298
296
294
288
273

143
7
83
72
69
63
55

151
169
188
193
198
201
205
204
206

199
233
258,
263
270
267
254
237
193

188 300

121 364
105 3.50

75 1.89
68 277
57 3.26
52 225
48 294
42 265

0.00

Not all calculated values could be displayed.

Position of surface in room:
Marked point:
(66.000 m, 24.000 m, 0.000 m)

Grid: 128 x 128 Points

E,, [IX] E i [IX]
83 0.81

Emax

[1x]

351

u0

0.010

T48.00m

T 24.00

~0.00

66.00 72.00m

Values in Lux, Scale 1: 515

E. . /E

min max

0.002
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